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COMMISSIONERS 
?$Ob BEG -5 P 2: 53 JEFF HATCH-MILLER, Chairman 

IN THE MATTER OF THE APPLICATION OF 
ARIZONA PUBLIC SERVICE COMPANY FOR A 
HEARING TO DETERMINE THE FAIR VALUE 
OF THE UTILITY PROPERTY OF THE 
COMPANY FOR RATEMAKING PURPOSES, TO 
FIX A JUST AND REASONABLE RATE OF 
RETURN THEREON, TO APPROVE RATE 
SCHEDULES DESIGNED TO DEVELOP SUCH 
RETURN, AND TO AMEND DECISION NO. 
h77AA 

IN THE MATTER OF THE INQUIRY INTO THE 
FREQUENCY OF UNPLANNED OUTAGES 
DURING 2005 AT PAL0 VERDE NUCLEAR 
GENERATING STATION, THE CAUSES OF THE 
OUTAGES, THE PROCUREMENT OF 
REPLACEMENT POWER AND THE lMPACT OF 
THE OUTAGES ON ARIZONA PUBLIC 
SERVICE COMPANY~S CUSTOMERS. 

IN THE MATTER OF THE AUDIT OF THE FUEL 
AND PURCHASED POWER PRACTICES AND 
COSTS OF THE ARIZONA PUBLIC SERVICE 
COMPANY. 

DOCKET NO. E-01345A-05-0816 

DOCKET NO. E-01 34 

~~ 

DOCKET NO. E-01345A-05-0827 
-c '̂ IC 

STAFF'S NOTICE OF FILING 

Staff of the Arizona Corporation Commission ("Staff') hereby files the attached 

Supplemental exhibits to the testimony of Staff witness William Jacobs. 

RESPECTFULLY SUBMTTTED this 9 day of December, 2006. 
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NUCLEONICS WEEK 

C l i t e  change is expected to take a higher profile in 
Congress next year when the Democrats take over leadership 
of both houses, and nuclear could play a key role in legisla- 
tion aimed at redudng the effeas of global warming. 

Republican Senator John MCCain said last week he w a s  
concerned about "roadblocks" for expanding nuclear power 
in the US, but he did not directly say whether there would 
k. provisions to help expand nudear technology in a new 
climate change bill he plans to Introduce in January. 

McCain and Connecticut Senator Joseph Lieberman, a 
Democrat, have co-sponsored climate change bills that have 
been voted down twice by the Senate since 2003. Last year 

NWEMB€R23,2006 

worked around problems" and that willingness to accept 
progressively greater degradation eventually skewed their 
perception of normal conditions, Arizona Public Service Co. 
said in a November 14 letter to NRC. 

The A B  letter, which was made public November 20, 
responded to a recent NRC special inspection report on the 
fouling of safety-related heat exchangers at all three Palo ' 

Verde reactors. ?he. letter addresses concerns NRC expressed 
in the inspection report in which the agency stressed that 
Palo Verde crews had missed opportunities to identify and 
correct the problem earlier (NW, 16 Nov., 7). 

But the APS letter also sheds some light on what might 
be behind the negative trending seen atthe station during 
the last two years as the once stellar nuclear paver plant 
dealt with a series of equipment problems and forced out- 
ages. The greater-than green prelimlnary Bndings NRC 
issued November 13 in a special inspection report now 
threaten to knock the station down a notch in NRC's color- 
coded ranking system to the so-called multipldrepetitive 
degraded Cornerstone column. That would make it one of 
the poorer performing nuclear plants in the country. The 
ranking, which is only one tier above unacceptable perform- 
ance, would subject the plant to increased NRC inspections. 

NRC will probably make a decision on the plant's rank- 
ing within 30 days, NRC spokesman Victor Dricks said 

the two senators added to their legislative proposa1 inck- 
tives for nuclear power and alternative fuels that emit no or 
low greenhouse gases. It was the federal substdies for new 
nudear reactors - such as cost-sharing for first-of+-kind 
engineering and government-backed loan guarantees - that 
cost the bill several votes. 

Washington, DC that he believes there is a good chance 
Congress will approve in the next two years legislation that 
sets binding caps on carbon dioxide emissions. He said the 
time has come because the climate debate had reached a 
"tipping point* favoring action. 

Although previous versions of his legislation favored a 
capand-trade system, the Arizona Republican sald he was 

But McCain said in a November 16 speech in 

Neckarwestheim-2. As EnBW's newest reactor, "que&oning attitude"_mong workers. -- 
Neckarwestheim-2 was allotted 236 TWh in 2000. If contin- 
ually operated without incident, It  woutd be the fast 
German reador to be shut, around 2025. Should EnBW 
request that some of the operating lifetime be transferred 
from Neckarwestheim-2 to Neckarwestheirn-1, sources sald, 
It would be comparatively easy for EnBW to demonstrate 
that extending the lifetime of Nechwestheim-1 would have 
economic benefits, since economies of scale would be lost at 
the site if one of the two reactors were to be closed. 

As is the case for RWE at Biblis, EnBW's bid to extend the 
lifetime of Neckarwestheim-1 is strongly supporred by the 

APS also said that Palo Verde personnel and management 
"occasionally made inappropriate cost basis decisions" that 
has caused "inaction or delay for equipment with perceived 
lower safety significance." 

programs and processes to accept progressively greater 
amounts of degradation, eventually changing the organiza- 
tion's perception of normal." 

The NRC inspection team did an "excellent job" of find- 
ing problems at Palo Verde that were slowly eroding the 
plant's safety margin, David Lochbaum of the advocacy 

-Mu& Ebbs, Bonn ing an NRC-APS meeting on the lnspection report. 

It added that "personnel used various corrective action 

CDU-led government in the state hosting the unit. .- group Union of Concerned Scientists said November 20 dur- _I 

--Elnine Hiruo, Washinmi1 

In new Congress, nuclear may play 
key role in dimate change fight 

Palo Verde worked around, 
accepted problems, APS tells NRC 

Palo Verde workers have, in some cases, "accepted and 



I 

of preparations for the refurbishment .._ would keep the 
option open, should the proponents find that the merits of 
the business case warrant its pursuit," it said 

The report is OR the OPA websfte (http://ww%v.power- 
authority.on.cafStorage/31/271 S-DP4-SuppIy-Resources.pdf) 

--Tom Hadon, Washington 

affect operability," the NRC report stated. 
However, the report added after additional review, crews 

declared the EDG was not operable. An inspeaion of the 
intercoolers found they w m  fouled on the cooling water - 
spray pond system - side, the report said. "The emergency 
spray pond system provides the cooling water to both the. 
EDG coolen (two intercoolers, a la&& water cooler, and a 

, 

,. lube oil cool&), as well as  cool^ the large EW [essential 
cooling water] heat exchange," NRC stated. "Ihe intzrmo1- 
en' water side had a white slimy substance which was appar- 
ently reducing the ability to transfer heat." 

The EW heat exchangers transfer heat from the systems 

Palo Ver& faces risk of downgrade 
to one of worst US performers 

Palo Verde runs the risk of being ranked by NRC as one of it cools - which indudithe shutdown cooling heai 
the poorer performing n u d m  power plants in the country. exchanger and the spent fuel coobg system - to the spray 

An NRC special inspection report on the fouling of safe- pond system. T h e  shutdown cooling heat load during an 
ty-related heat urchangers serviced by the emergency spray accident constitutes over 94% of the total EW heat load," 
pond system at all three Palo Verde reactors will be discussed NRC said. 
when N%C staff meets with Adtona Public Service Co. offi- Two different substances have been' found in the heat 
dals November 20. Substances found on the heat exchang- exchangers, though this was not recognized" at the the,  the 
a. are believed to have affected their operation. If the NRC report stated. 'In earlier years, a thiin coating that turned 
report's preiiinary "greater than green" findings hold, the white as it dried was observed in heat uchatlger inspections. 
station could be bumped down a notch in NRCk ranking This is now believed to be zinc hydroxide," it added. 
system to a rating that reflects what the agency calls "long- hXC said that APS added zinc and phosphoric add at the 
standing issues M significant reduction in safety margin." pump suction during pump runs in order to protect carbon 

Only one rating - unacceptable performance - is lower steel pipes from corrosion. The combination was intended to 
than the so-called mddple/repetitive degraded cornerstone form a very thin layer of zinc, with phosphate in solution, 
column in which Palo Verde could potentially end up. Such a to protect active corrosion sites, NRC said. It said that pond 
drop would subject the phnt to inmased NRC inspedons chemicals a h  were added at the pump suction but weren't 
and oversight. Each Palo Verde reactor already has a "yellow* effectively dispersed through the spray ponds. 
finding - ff agging what NRC considers a substandal safety According to NRC, in recent years, "a thicker coating 
issue - that NRC issued in fourth-quarter ZOO5 because of that has been desaibed as white, hp, and lotion-like" was 
problems with the plant's emergency m e  cooting systems found. The substance was believed to be the dnc hydroxide 
(NW, 2.0 Oct. 'OS, 2). In that inspection, NRC found that sec- that the chemistry contc01 program was deliberately trying 
tions of the ECCS plping had incorrealy been left mpty  of to deposit on the system piping and was largely accepted 
water since Palo Verde began operations in the 19805. without being assessed, NRC said. 

Given the plant's existing w o w  finding, a decision to However, a subsequent root-cause assessment by APS 
rank the latest inspection results as "white" - indicating per- found that this addition of chemicals may have caused the 
formance outside the expected range - would bump Palo buildup on t h e  heat exchangers, according to NRC. It report- 
Verde down a notch, APS spokesman Jim McDonald said this ed that improper chemicd control initially resulted in exas- 
week. The NRC color-coded ranking system goes from green, sive zinc hydroxide precipitating Out Of solution, creating a 
which indicates performance withii an expected perform- heat transfer foulant 'Later, zinc phosphate precipitated as . 
ance level, to white, and then to yellow and red. The red cat- a thicker mix," NRC said. It said that "thk precipitant then 
egory flags a significant reduction in safety margin. provided a locallzed seed site for other chemicals to also pre- 

NRC stressed in the special inspection report, dated dpitate out of solution." The Combined effect, according to 
September 28, that APS overlooked numerous 0pport)mlties NkC, "was an amorphous lation-like substance that coated 
to identify and correct the heat exchanger problem earlier. heat exchanger tubes and degraded heat transfer by inter- 
"Despite years of test results which showed degraded heat rupting cooling water flow at the tube wall." 
exchanger performance, numerous heat exchanger inspec- NRC reported that a l l  Palo Verde heat exchanger trains 
tions which documented chemical buildup, and an experienced degraded performance. But only one example 
increased need to dean the heat exchangers more frequent- was found "where fouling may have been sufficient to caw 
13 the licensee failed to jecognized the safety significance of a loss of safety function," it said NRC said that a heat 
the problem or determine and correct the cause," it said. exchanger train a t  Palo Verde-2 may have been inoperable 

NRC reported that elevated temperatures m the Intake air for roughly six months in 2003. 
for one of the plant's emergency diesel generator trains, sug- McDonald declined to comment on why plant crews 
gesting inadequate cooling in the intercoolers, were noticed failed to identify and correct the problem earlier, saying APS 
in May during a surveillance test. "The elevated tempera- will respond to that question during the public meeting 
tures were discwed among operations and engineering per- next week with NRC. APS is still dewloping final responses 
sonnel, and it was concluded that this con$tion did not to that and oth& questions it expects NRC to ask, APS 

* 
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spokesman Mark Fallon said later. 

Punling slide 
With a total. generating capacity of 4,154 megawatts, Palo 

Verde is the largest power plant of any fuel type in the US. It 
had been seen as a stellar nuclear plant. But rwghiy two 
years ago, NRC began to notice so-called negative trending 
at the plant as Palo Verde expvienced an increased number 
of forced outages and equipment probIems. 

Fallon said he dtdn't know of any one specific thing that 
could be pointed to as the cause of the slide in performance. 
APS has been doing all it can and has a performance 
improvement program to identify issues, he said. 

repeatedly pointed to a weakness in problem identification 
and resolution. 

If Palo Verde does fall a notch in NRC's rating system, it 
will join Peny and Point Beach-1 and -2 as the worst @om- 
ing nuclear pla?ts in the US. Only the NRC category of unac- 
ceptable performaua is lower. A plant with that rating would 
be forced to shut down and an NRC order would modify, sus- 
pend or revoke its aperating license. 

Separately, an NRC team is at Palo Verde this week to 
conduct a baseline inspection on the plant's safety inleaion 
check valves. APS has identified some problems with the 
valves, induding uneven wear, that may affect valve opera- 
tio~s, NRC spokesman Victor Dricks said. He said NRC is 
concerned the problem may have generic implications. 

exphion, he said. 

this ourselves. We'll have to send the transformer to M 
expert, possibly back to the manufactureP Ne said he did 
not know where the transformer was manufactured but that 
it is 25 years old. 

Bohl said he believes the transformer fire is the first at a 
Swedish nudear plant, but that transfonner fires are not 
uncommon at nuclear abd other types of plants. 

Fixfighters from several towns responded to the plant's 
alarm and were able to put the fire out within several hours 
because the bu i lhg  housing the transformer does not have 
a roof, making it easy to reach, according to a plant state- 
ment. Oil that leaked from the transformer will take several 
days to dean up, it said. 

The transfomer was one of two connected to a t ubbe  
that provides elecl?icity to the Unit, though the planrs 6- 
kilovolt network. Under SKI'S regulatnOnS, the unit cannot 
operate without two external power supplies. 

Bohl said that the two backup diesel generators func- 
tioned properly after the fire broke out and that there were 
no probIems with the unintmptibk power supply. 

Bohl said he hoped the RinghaIs fire "won't affect &e 
attitude about nudear in a negatlve way." He noted that an 
online survey begun by the daily newspaper Aftonbiadet 
shortly after the fire started showed by late afternoon that 
61.5% of the 55,261 who responded favor building more 
nudear power plants in Sweden, compared to 18.6% who 

-Elaine Iiinio, Washington want to phase it out. 

But he added that "we can't determine the reason for 

'/ 

However, past NRC inspection reports on Palo Verde have 

~ 

Mest pmblem 
The fire is the latest in a series of problems at Swedish Ringha's4 tQ be down two weeks nudear plants this year that have cost their owen swd 

billion kronor. 

against Fornarks Kraftgrupp, alleging possible violations of 
Swedtsh nuclear law after Forsmark-1 was Operated for about 
three weeks in March and April at an awrage 2% above Its 
licensed thermal power lima (see next story) . 

In July, a short drcuit QI a 40QMIovolt switchyard at 
Forsmark revealed problems with the unintermpffble power ' 
supply, and two of four backup diesel generators failed to 
deliver power. That Incident led to SKI ordering modifica- 
tions at the unit, as well as at Fanmark-2 and Oskarshamn-1 
and -2.Oskarshamn-1 b eqm3ed to be down until the end 
of the year as a result. 

SKI also put Fanmark under S p d d  Oversight, citing 
problems with management and documentation. 

' At the beginning of the month, SKI filed a legal complaint or longer after transformer fire 
Ringhals-3 will be offhe for at least two weeks after a 

transformer fire shortly after midnight November 14 caused 
the unit to scram, Ringhals plant spokesman Tonten BohI 
told Platts. 

Bohl said operator Rin@ AB has set up a group to fnws- 
tigate the incident and to determine what needs to be done to 
get the unit back on line. How long that takes "depends great- 
IY on how guicktywe can getresempar&' he said. 

Not only does the transformer need to be replaced, but 
Bohl said other equipment damaged in the fire must also be 
changed. 

Bohl said it wiu cost RngW AB about 10 million kr+ 
nor (USS1.4 million) a day in lost production income while 
Ringhals-3 is offline. 

Officials at the Swedish Nudeax Power Inspectorate, or SKI, 
sald in a statement that there was no radioactfve release as a 

that "from a safety standpoint, the incident is of small coqe- 
quence." They added that they are not planning an fnvertiga- 
tion of the incident. There were no injuries, they said . 

At press time, Bohl said Ringhals management did not 
know what caused the fire, although he said a short circuit 
is a possibility. Just before the Ere started, there was a loud 

' 

-4rimu Saim, Stackhidm 

result o f f i e k t  that sdq systems ~ d o n d  ptopertp and hnsubnb reviewed FOrsmark-1'~ 
opr;rtion above thermal lim& 
sultants for an independent review of why Forsmark-1 was 
operated above its licensed thermal power limit for three 

Forsmarks Kraftppp w a ~  forced to b h g  in outside con- 
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US. Nuclear Regulatory Commission 
AlTN: Document Control Desk 
Washington, DC 20555 

Dear Sir: 

Subject: Palo Verde Nuclear Generating Station (PVNGS) 
Units I, 2 and 3 
Docket Nos. STN 50-528,50-529, and 50-530 
APS Response to NRC Inspection Report 05000528/2006011; 
05000529/200601 I ; 05000530/2006011~ EA 06-221 

In NRC Special Inspection Report, dated September 28, 2006, the NRC indicated that 
APS failed to recognize that improper chemistry controls for the spray pond systems in 
all three units caused degraded performance over a period of years. The report 
discusses a finding that may have a greater than very low safety significance. APS has 
reviewed the NRC Inspection Report and has no substantive disagreement with the 
facts as documented in the report. 

In accordance with the Inspection Manual Chapter 0609, the NRC is currently 
evaluating the safety significance of the finding. At a November 20, 2006 Regulatory 
Conference in Arlington, Texas, APS will provide the NRC its perspective on the facts 
and analytical assumptions relevant to determining the safety significance of the finding, 

Regardless of the ultimate significance of the finding, APS takes this matter seriously. 
We have implemented immediate actions to assure the system remains within the 
design basis, have implemented or planned additional actions to prevent recurrence, 
and have considered this issue in light of our ongoing improvement plans. 

The purpose of this letter is to provide the results of APS’ evaluation of the spray pond 
issue in advance of the Regulatory Conference to assure the NRC that APS recognizes 
the programmatic and organizational implications of this matter. APS is providing this 
information to facilitate a focused discussion at the conference on the safety 
significance of the spray pond degraded performance. 



U.S. Nuclear Regulatory Commission 
ATN:  Document Control Desk 
APS Response to NRC Inspection Report 05000528/2006011: 05000529/200601 I ; 

Page 2 
05000530/200601 I ; EA 06-221 

Enclosure I to this letter contains a summary of APS' evaluation and how APS 
considered the results in the context of other ongoing corrective actions. Enclosure 1 
also includes an APS response to the five apparent violations related to the potentially 
greater than green finding. 

Finally, the non-cited violations described in the Inspection'Report are not addressed in 
this submittal because APS agrees with the violations which have been entered into, 
and will be resolved in the corrective action program. 

APS noted some minor corrections for the subject Inspection Report and is submitting 
Enclosure 2 for completeness. 

The actions described in Enclosure 1 represent corrective actions and are not 
regulatory commitments. There are no regulatory commitments in this letter. 

If you have any questions, please contact James A. Proctor at (623) 393-5730. 

'. 

Sincerely, 

J M US AB/JAP/D F H/gt -- PfiG 
Enclosures: I. Summary of APS Investigation and Corrective Actions 

2. Corrections to NRC Inspection Report 

cc: B. S. Mallett NRC Region IV Regional Administrator 
M. B. Fields 
G. G. Warnick 

NRC NRR Project Manager 
NRC Senior Resident Inspector for PVNGS 



ENCLOSURE 'l 
Summary of APS Investigation Into 

Loss of Thermal Performance of the Essential Cooling Water (EW) 
And Emergency Diesel Generator (EDG) intercooler Heat Exchangers, 

And Corrective Actions 

1. Introduction 

On March 30,2006 Arizona Public Service Company (APS) met with the NRC to 
discuss progress of the comprehensive integrated improvement plan, which addresses 
performance issues at the Palo Verde Nuclear Generating Station (PVNGS). APS 
outlined the elements of its Performance Improvement Plan (PIP), and how, as part of 
that plan, APS management is monitoring performance and adjusting its improvement 
initiatives, as appropriate. APS has considered and incorporated in its PIP the 
organizational issues resulting from its review of the Recirculation Actuation Signal 
(MS) Sump Event, the substantive cross-cutting issues in Problem Identification and 
Resolution (PI&R) and Human Performance (HU), and other indicators of performance. 
A separate, stand-alone 95002 action plan was developed to address the issues directly 
related to the YELLOW finding for the RAS. 

APS recognizes that its corrective actions for the 95002 action plan as well as the PIP 
have not yet resulted in the desired improved performance. As a result, APS recently 

address the remaining issues; particularly, improving the adequacy of technical rigor, 
reinforcement of a questioning attitude among personnel, and improving metrics to 
better measure performance. APS has similarly set forth to revise the PIP to include 
further corrective actions to address the two substantive cross-cutting issues (Le., PI&R 

-- - - . .. .. - - - ___ - - -. .____ - '/ 

set forth to revise the 95002 action plan to include additional corrective actions to 
P 

and HU). 

Recognizing that the actions that have been taken have not been fully effective, a more 
rigorous approach has been adopted for developing the revision to the 95002 action 
plan and PIP. The approach includes development of problem statements and 
comparing these to the actions previously taken. From an understanding of the 
shortcomings of those previous actions, additional actions to be taken will be identified. 
In order to monitor the effectiveness of the actions, a more rigorous approach will be 
applied to establishing the appropriate metrics. First the intent of the metric will be 
defined. From this the citeria to be used for populating the metric will be established 
and the data sources will be identified. The metrics will then be developed and 
populated with the appropriate data. 

This enhanced approach has been applied to the 95002 action plan and is being 
applied to the PIP action plans for the substantive cross-cutting issues. These three 
revised action plans will be submitted to the NRC by December 15,2006. This revised 
approach is also being applied to the three other focus areas of the PIP, namely 
leadership, accountability and standards. 



In Section II of this enclosure, APS sets forth corrective actions to address the SP root 
and contributing causes. However, APS did not limit its considerations of appropriate 
corrective actions to the SP; rather, APS considered the broader implications of the root 
cause investigation. Specifically, many of the root and contributing causes identified in 
the spray pond event are substantially the same as those identified in the RAS sump 
event and other self-assessments APS has conducted. For example, root cause three 
and contributing cause two (personnel failed to effectively identify problems, and missed 
numerous opportunities to resolve the foulant problem); contributing cause six . 
(personnel did not always exhibit a sufficiently questioning attitude); and contributing 
cause seven (personnel did not apply appropriate technical rigor in their evaluations) 
reflect the very performance deficiencies that the aforementioned action plans are 
designed to correct. For this reason, the investigation relies, in part, on the established 
corrective actions in the revised 95002 and PIP action plans. 

The purpose of this enclosure is to summarize APS’ investigation, to describe the 
corrective actions, and to summarize further corrective actions, particularly in response 
to the five apparent violations related to the NRCs potentially greater than green 
finding . 

N. 

This enclosure does not address APS’ position on the significance of the NRC finding, 
as that will be the subject of a Regulatory Conference between APS and the NRC on 
November 20,2006. 

LA. Summary of Key Events Leading to Identification of Possible Degraded 
Performance 

The spray pond (SP) system is the ultimate safety-related heat sink and is an open 
water, standby cooling system. The key safety functions for the SP system are heat 
removal and maintenance of vital auxiliaries. The primary function of the SP system is 
to remove heat from all essential components required for normal and emergency 
shutdown of the plant. The SP system also provides cooling to the Emergency Diesel 
Generators (EDG), which is an essential function, necessary for a reliable source of on- 
site AC electrical power. 

The design bases for the SP system assume that the system will function for 26 days 
without makeup water, losing approximately 85% of its original volume of water to 
evaporation and drift. 

During the mid-1 99Os, APS initiated monitoring of performance of the Essential Cooling 
Water (EW) heat exchangers in part due to NRC and industry initiatives, such as 
Generic Letter (GL) 89-1 3, “Service Water System Problems Affecting Safety-Related 
Equipment.” EW thermal performance is monitored and reported as a percent of the 
design value, which includes the capability to remove assumed design heat loads, with 
bounding coolant conditions and with an industry standard for service fouling. As 
manufactured, the performance capability of the EW heat exchangers for new 
conditions is greater than the design value. A margin of 0% reflects performance at the 



’, 

corrosion control. 

In the spring of 1995, there was a release of corrosion nodules that caused limited 
blockage of EDG heat exchanger tubes. APS performed additional inspections to 
assess the extent of condition. After the initial release of corrosion nodules, the amount 
quickly subsided and has remained within the inspection acceptance criteria established 
as a result of this event. This condition was documented in Licensee Event Report 
05000528/1995-005-00. 

In the late 1 9 9 0 ~ ~  APS first identified fouling of EDG intercoolers through trending of 
diesel intake temperatures. There were losses of EDG intercooler performance and 
visual inspection of all EDG heat exchangers revealed a white film, generally associated 
with the zinc-phosphate chemical treatment. The Palo Verde maintenance team 
addressed this issue by mechanical cleaning initially, and followed this with a chemical 
cleaning process in 2001. During the time period from 1995 to 2001 , APS identified no 
visual fouling in the EW heat exchangers. 

In 2001 , Palo Verde changed chemical vendors to GE-Betz from Calgon. Prior to 2001, 
the dispersant used for the essential spray ponds was Calgon PCL-401. In 2001, GE- 
Betz provided Palo Verde with a dispersant (HPS-I) that GE-Betz personnel asserted to 
be equivalent to the Calgon product. 

In the Spring 2002 Unit 2 refueling outage, APS identified the first negative thermal 
performance margin of any EW heat exchanger. Data collected during the refueling 
outage on the EW B heat exchanger was analyzed and determined to be negative 
9.5%. 

In September 2002, a low margin (positive 3.6%) was measured on Unit 1 EW B heat 
exchanger. 

In April 2003 Unit 3 EW A thermal performance was measured at a negative 22% 

In September 20 
cleaning. 

. margin. 

I he Unit 2 EW A heat exchanger exhibited a I % margin, before 

design value, including the service fouled condition. Positive margin reflects heat 
exchanger performance above the design value. Negative margin does not necessarily 
reflect an inability to perform its safety function. This is because actual heat removal 
conditions (e.g., coolant temperatures, environmental, actual heat loads) are typically 
less severe than the assumed bounding design conditions. 

In 1994, zinc-phosphate treatment was introduced into the SP system to mitigate 
internal piping corrosion caused by small localized failures of the internal coating, 
specifically in underground spray pond piping. Leaks detected in EW heat exchanger 
tubes and inspection of spray pond piping internals promoted greater attention to 



In November 2003, APS initiated corrective action based on a loss of thermal margin in 
all 3 units' EW heat exchangers. APS concluded that the EW heat exchangers were 
fouling due to a reaction between the new dispersant (HPS-1) and the non-oxidizing 
biocide used to control algae growth. APS concluded, at that time, that these two 
chemicals were reacting to form a polymer, thus fouling the heat exchangers. During 
the course of APS' current investigation, the investigation team determined that this 
conclusion was incorrect. 

In March 2004, the Chemistry department began using a new dispersant (DN2317), 
which was acquired from the vendor, GE-Betz. The new dispersant was used to 
address the increase in fouling rate that had been concluded to be associated with the 
interaction of the HPS-1 dispersant and biocide. 

Immediately following the change in dispersant the thermal performance of the EW heat 
exchangers improved, further supporting the incorrect conclusion regarding the previous 
dispersant. Because the new dispersant was not directly measurable, a molybdenum 
tracer had been added to the dispersant to allow detection and to provide an indirect 
correlation to the amount of dispersant available in the ponds. However, there was a 
difference in the consumption rate of the dispersant, and the molybdenum. Over time, 
the molybdenum tracer provided a false indication that sufficient levels of dispersant 
were present in the ponds. Consequently, no dispersant was added for an extended 
period of time. 

As a result, in October of 2005, when Unit 1 was in a refueling outage and Unit 2 and 3 
were in forced shutdowns, a loss in thermal performance margin was identified 
indicating that the fouling rate had increased. Unit 1 and 3 EW heat exchangers were 
cleaned during their refueling outages (Fall 2005 for Unit 1 and Spring 2006 for Unit 3). 
When it was projected that the rate of fouling would not support Unit 2 EW function 
during the summer of 2006, both Unit 2 EW heat exchangers were cleaned during 
online equipment maintenance outages. 

1.6. APS Identification of Possible Degraded Performance and Initiation of an 

, 
I 

Investigation Team 
- 

On May 17,2006, APS identified that the EDG 2B intake air temperature was higher 
than the maximum limits specified in the data collection logs. APS declared the EDG 
inoperable on May 19,2006 and inspected and cleaned the intercooler. At that time, 
APS took immediate corrective actions to clean the intercoolers on all six EDGs and 
inspect the EDG Jacket Water (JW) and Lube Oil (LO) heat exchangers in Unit I. Unit 
1 EW heat exchangers were also re-cleaned prior to the summer. 

As a result of these issues, APS initiated an inve tion team that consisted of 
individuals from the Chemistry Department (Palo Verde and APS Corporate Chemistry), 
Engineering Department, Performance Improvement Team members with plant 
operations experience, and industry consultants. The scope of the investigation 
included a review of all heat exchangers that are cooled by spray pond water and 
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addressed the lack of dispersant control for the SP from approximately March of 2004 
until June of 2005. The investigation team evaluated both past and current plant 
documents including sampling results, reviewed industry information, obtained 
independent analysis of foulant samples and conducted limited inspections of the 
system to support their investigation and to draw their conclusions. 

The next section summarizes the results of the investigation team, the causal analysis 
results and APS' corrective actions. Subsequent to this effort, APS has reviewed, along 
with EPRl and other experts, the safety significance of these issues. As indicated in the 
cover letter, APS will provide its perspective on the safety significance of this matter 
during the November 20,2006 Regulatory Conference. 

II. Results, Causal Analysis and Corrective Actions 
e- 

1I.A. Direct Cause and Extent of Condition 

Il.A.1 Direct Cause 

The direct cause of the loss of thermal performance from the EDG intercooler and EW 
heat exchangers was the formation of an insulating precipitant on the SP side of the 
heat exchanger surfaces. 

This precipitant, calcium-zinc-phosphate, formed when the chemical constituents were 
present in sufficient concentrations and the control factors (i.e., pH and dispersant) were 
not adequately controlled. 

11.A.2 Extent of Condition 

APS took a broad perspective in considering the extent of condition and assessed the 
plant heat transfer systems, beginning with components of the essential spray system. 
Three types of foulant were identified during the investigation: zinc-hydroxide film, scale 
(calcium-phosphate or calcium carbonate) and precipitant (calcium-zinc-phosphate). 

Other Spray Pond Heat Exchangers 

In addition to the EDG intercoolers and the EW heat exchangers, three other heat 
exchangers on the EDGs are cooled by the SP system. 

EDG' Jacket Water and Lube Oil Coolers 

The EDG JW and LO heat exchangers were less susceptible to fouling than the 
EDG intercooler or EW heat exchanger. It was not possible to quantify the amount 
of thermal performance loss in the EDG JW and LO coolers by calculational 
methods; but, it was determined there was ample margin to respond to a DBA and 
cope with minor degrees of fouling based on the foil 



Less precipitant existed in the EDG JW and LO heat exchangers than the EDG 
intercooler and EW heat exchangers. 
Original tube plugging design margin remains intact. 
Performance monitoring of JW and LO parameters provides assurance that the 
thermostatic control valves, which regulate temperature, are functioning within 
their setpoint band. 
Assuming full load and peak Design Basis Accident (DBA) spray pond 
temperatures, should any thermostatic valve reach its full open position, there is 
additional margin beyond the limit of the thermostatic valve to the manufacturer's 
operating limit. 
Loads will be less than the design values when peak SP temperature occurs. 

y, 
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EDG Fuel Oil Coolers 

The fuel oil heat exchanger was supplied as original equipment on the EDG. It is a 
carry-over from earlier diesel models, with an original purpose to support extended 
idle, no-load, operation. The fuel oil piping system recirculates excess fuel oil to the 
suction of the fuel oil transfer pump, which heats the fuel oil by pump heat. The fuel 
oil cooler was intended to prevent fuel oil from overheating during extended no-load 
operation. The fuel consumption of a KSV-20 at no-load is sufficient to preclude the 
need for cooling; therefore, EDG safety functions would not have been impacted by 
a loss of thermal performance in the EDG Fuel Oil cooler. 

Potential for SP Foulant to Manifest as Scale 

Another immediate concern was that with the presence of the constituents in 
sufficient amounts to form a precipitant there was a possibility that the chemical 
constituents may also form scale. Scale has a crystalline structure, tenaciously 
adheres to surfaces, and has an increased likelihood of forming with rising 
temperature, because scale forming constituents become more insoluble. 

The corrective actions to establish correct chemistry control in the spray ponds 
address the precipitant and also resolve the propensity to form scale. Additionally, 
an analysis was performed by the Electric Power Research Institute (EPRI) on APS' 
behalf to assess the possibility and extent of scale formation in light of the 
concentration of chemical constituents during the period in question. The results of 
this analysis predict a minor amount of scale formation under DBA conditions. The 
results of the aggregate impacts of the precipitant and scaling propensity will be 
presented at the November 20,2006 Regulatory Conference. 

Applicability to Other Open Cooling Water Systems 

The investigation team also evaluated the susceptibili 
systems to fouling problems. 

r open cooling water 
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The SP fouling problem was viewed as being directly applicable to the Circulating 
Water (CW) System, which is also an open cooling water system. Unlike the SP 
system, the CW system is a continuously operating system and does not fulfill a 
safety function, but is relied upon for power operations. It was concluded there was 
no immediate impact to CW but to ensure lessons learned from this event are 
considered by the Water Reclamation Facility (WRF) personnel who maintain CW 
chemistry, the results of the evaluation will be reviewed with WRF personnel for 
lessons learned and technical issues. 

Applicability to Heat Exchangers Addressed by NRC Generic Letter 89-13 

The EW and EDG heat exchangers are within the scope of equipment addressed by 
GL 89-1 3. In view of the issues identified with the spray pond it was concluded an 
assessment of GL 89-1 3 implementation should be performed. See corrective 
actions to be taken in Section ll.A.3 below. 

ll.A.3. Corrective Actions - Direct Cause and Extent of Condition 

Corrective Actions Taken and Results Achieved 

The SP system chemistry was corrected as follows: 
Dispersant additions were resumed in all spray ponds. 
Additional acid was added to lower pH in all ponds. 
Feed and bleed was used to reduce calcium and phosphate concentrations in 
each spray pond. 

EW heat exchangers were cleaned in all three units starting with the Unit 3 heat 
exchangers in the spring 2006 refueling outage. 

EDG intercoolers were cleaned in all three units and a Standing Order was issued to 
increase the EDG test frequency to assess intercooler performance. This standing 
order continued through September 29,2006. It was removed after APS gained 
confidence that the immediate corrective actions were effective. 

Procedure 40DP-90P08, "Diesel Generator Test Records," was revised to require a 
work order to be generated to clean any EDG intercooler if temperature exceeds 120F, 
to ensure the system does not exceed its Design Basis Manual (DBM) limit of 130F. 

The SPs have been cleaned, facilitating improved chemist 
inspections. 

Additional cleaning and inspection activities of the EDG and EW heat exchangers have 
been scheduled to ensure the effectiveness of the completed corrective actions and to 

I 

ontrol and accessibility for 

I ensure there are no unintended c S. 



Corrective Actions to Be Taken 

Modifications will be installed to add higher capacity acid and dispersant pumps. (Due 
date: December 31,2006). 

Systems Engineering will conduct a self-assessment of the SP systems to include NRC 
GL 89-1 3 and industry operating experience on service water systems. (Due date: 

1I.B Five Root Causes Identified 

The investigation identified the following five Root Causes: 

N February 28,2007) 

Root Cause # I  : Inadequate Chemistry Control Program 
Root Cause #2: Managed to Inadequate Chemistry Metrics 
Root Cause #3: Inadequate Resolution of Performanse Problems 
Root Cause M: Management Reliance on an Expert 
Root Cause #5: Ineffective Change Management 

This section summarizes each root cause and the associated corrective actions. 

II.B.1 Root Cause #I and Corrective Actions - Inadequate Chemistry Control 
Program 

The Palo Verde chemistry control program for the SP system was ineffective. The 
program used control ranges that were inadequate for some parameters and lacked 
other necessary elements. 

Corrective Actions and Results Achieved 

Procedure 74DP-9CY04, "System Chemistry Specifications," was revised to establish 
control limits, sampling frequencies and action levels that ensure the spray ponds are 
able to perform their specified function in a DBA. 

The strategic plan for SP Chemistry Control was revised to include chemistry control 
requirements for fouling, corrosion control, and biological control. 

The dispersant was changed to one that is directly measurable. 

The Chemistry Department was trained in the direct, 

Extent of Cause Corrective Actions 

An assessment of the chemistry controls for closed cooling 

t and contributing causes of the 
, investigation. 



A Chemistry Design Basis Manual will be developed. (Due date: December 24,2007) 

ll.B.2 Root Cause #2 and Corrective Actions - Managed to Inadequate Chemistry 

A single metric, corrosion rate, existed for the SP system, which had the unintended 

the heaith of the SP chemistry. There was no metric for fouling. 

Corrective Actions Taken and Results Achieved 

The Chemistry Department revised the performance indicators for the SP Chemistry 
Control Program to ensure measurable targets are established for corrosion, fouling, 
and biological control. 

Corrective Actions to Be Taken 

Training will be provided to the Chemistry Technical Advisors, their backups, and 
Chemistry Supervision on the indications of fouling mechanisms associated with the 
chemicals used in the SP system. The training will also include changes to the 
Chemistry Management Expectations on Qualification, Validation and Verification 
(QV&V) and technical rigor. (Due date: November 21 , 2006) 

The System Health Report for the SP system will be updated in the engineering 
program database to reflect the metrics established by Chemistry. (Due date: January 
15,2007) 

Extent of Cause Corrective Actions 

The site’s metric guideline was revised to identify that a thorough review of a proposed 
metric is necessary to identify and measure necessary objectives so that unintended 
consequences are minimized (e.g., single metric such as reliability without a 
complementary metric of availability). 

An effectiveness review of site and department metrics will be conducted to determine if 
appropriate metrics have been established and are being used by leaders to guide 
actions. (Due date: March 30, 2007) 

Other Chemistry Department metrics will be 
exist where appropriate. (Due date: April 30,2007) 

Metrics 

I affect of causing personnel to make decisions based on this metric and misunderstand .- - 

-____ 



ll.B.3 Root Cause ##3 and Corrective Actions - Inadequate Resolution of 
Performance Problems 

Palo Verde personnel (leaders and frontline) failed to effectively resolve previously 
identified problems with a zinc-related foulant despite numerous opportunities to do so. 
One specific example of inadequate resolution of performance problems was cited as 
an apparent violation of 10 CFR 50 Appendix B, Criterion XVI, "Corrective Actions", for 
the failure to correct the degraded performance of EW-2B,-when identified in March 
2002. 

, 
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Corrective Actions Taken and Results Achieved 

Procedure 74DP-OCYOI , "Specifications for Bulk Chemicals," was revised to require a 
chemical compatibility test when changing chemicals. 

Tools have been developed to improve engineering work product qualiP], including the 
Engineering Department Guides (EDG) 01 and 02 to minimize human performance 
errors. 

The Condition Reporting procedure was revised to include checklists for processing 
CRDRs to improve resolution of conditions that are adverse to quality. 

Management Expectations for questioning attitude and technical rigor have been 
incorporated into Chemistry Department Policy (CDP-01 ). 

Corrective Actions to Be Taken 

Procedure 70TI-9EWO1, "Thermal Performance Testing of Essential Cooling Water 
Heat Exchangers", will be revised to improve heat exchanger performance 
management. (Due date: January 31 , 2007) 

The Systems Engineering Department performance monitoring database will be revised 
to include a parameter for the differential temperature between the EDG intake air 
manifold and the SP cooling water to detect degradation of the intercoolers. (Due date: 
February 28,2007) 

Extent of Cause Corrective Action 

This cause is illustrative of the issues being addressed by the revised PIP action plan 
for PI&R. The investigation compared the issues for the SP event to the action being 
taken in the revised PI&R action plan and concluded that plan will appropriately address 
the extent of cause. As noted in Section 1. Introduction, the revised PIP action plan for 
the PER cross-cutting issue will be submitted to the NRC by December 15, 2006. 



Il.B.4 Root Cause #4 and Corrective Actions - Management Reliance on an Expert 

, 

There were instances where the chemistry advisor’s working assumptions were flawed 
and the lack of technical support from other technical specialists resulted in missed 
opportunities to preclude the precipitant from occurring. 

Corrective Actions Taken and Results Achieved 

Chemistry Standards and Expectations have been revised to require independent 
review of calculations that relate to changes to chemistry design controls or the 
Chemistry Design Basis Manual. 

-- 

Corrective Actions to Be Taken 

Procedure 74DP-9CY04, “System Chemistry Specifications’’ will be revised to require a 
technically independent review when making changes to chemistry control regimes. 
(Due date: November 17,2006) 

The Chemistry Department will designate backups to selected advisors in the chemistry 
department, will develop training plans and identify critical attributes for these backups. 
(Due date: November 30,2006). 

A training program specific to chemistry will be developed and implemented, using the 
Engineering Training Program Description (TPD) as a reference. Critical job skills and 
functions of Chemistry Technical Support staff and Instrument Maintenance staff will be 
identified and a structure for additional development of current staff and for 
development of replacement personnel will be included. (Due date: April 30,2007) 

Extent of Cause Corrective Actions 

Each department will evaluate susceptibility to reliance on experts and take appropriate 
corrective actions. (Due date: December 15, 2006) 

11.8.5 Root Cause #5 and Corrective Actions - Ineffective Change Management 

APS did not adequately assess the significance or impacts of changes made to the 
Chemistry Control Program or activities that impact the program. 

Corrective Actions Taken and Results Achieved 

Procedure 93DP-OLCl7, “1 0 CFR 50.59 and 72.48 Guidance Manual,” was revised to 
require a 50.59 screening when changing chemicals and corresponding changes were 
made to Chemistry procedure 74DP-OCY01 , “Specifications for Bulk Chemicals.” 

The commitments for Generic Letter 89-13 were verified to be accurately reflected in the 
Regulatory Commitment Tracking System. 



Ineffective Change Management has been captured in the Performance Improvement 
Plan and led to the development of the "RAPID" (Recognize, Assess, Plan, Implement, 
and Drive) program to help manage the change process at Palo Verde. 

Corrective Actions to Be Taken 

, Systems Engineering will conduct a self-assessment of the SP systems to include NRC 
GL 89-1 3 and industry operating experience on service water systems. (Due date: 
February 28,2007) 

Recognizing similarities to the issues identified in the Davis Besse SOER 02-4, a review 
of the SOER and Palo Verde's evaluation will be performed to ensure outstanding 
issues are appropriately identified, prioritized and are being properly addressed. (Due 
date: March 1,2007) 

1I.C Contributing Causes 

The investigation identified the following nine contributing causes: 

Contributing Cause # I  : Palo Verde did not solicit outside assistance 
Contributing Cause #2: Inadequate Prioritization of the SP System 
Contributing Cause #3: Narrow Focus 
Contributing Cause M :  Emphasis on Cost Control 
Contributing Cause #5: Erosion of Design Margin 
Contributing Cause #6: Questioning Attitude of Workers 
Contributing Cause #7: Lack of Rigor in Evaluations 
Contributing Cause ##8: Living with Problems 
Contributing Cause #9: Removing UFSAR Requirements 

This section summarizes each contributing cause and the associated corrective actions. 

II.C.1 Palo Verde Did Not Solicit Outside Assistance 

Palo Verde personnel did not effectively compare their chemical control program for the 
SP system with other plants because personnel considered the ultimate heat sink for 
Palo Verde to be unique. 

Corrective Actions Taken and Results Achieved 

Chemical Control Program on a semi-annual bas 



Palo Verde’s Nuclear Assurance Department revised the master assessment plan to 
require procedures selected for reviews during audits to include a full basis review of 
the entire procedure against the applicable licensing and design basis. 

ll.C.2 Inadequate Prioritization of the S P  System 

Palo Verde management did not effectively prioritize the SP system problems to ensure 
they were resolved in a timely manner. 

Corrective Actions to Be Taken 

Modifications will be installed to add higher capacity acid and dispersant pumps. (Due 
date: December 31 , 2006). 

The Tower Blowdown (TB) makeup line will be restored to Unit 1 spray ponds. (Due 
date: March 30, 2007) 

’I 

The temporary modification for zinc and biocide chemical addition will be replaced by a 
modification in all three units. (Due date: September 30, 2008) 

The feasibility of installing a SP filter system will be performed. (Due date: June 30, 
2007) 

ll.C.3 Narrow Focus 

Palo Verde personnel occasionally displayed a narrow focus to problem solving, which 
resulted in missed opportunities to address the cause, rather than the symptoms. In 
some cases, the corrective actions that were put in place to solve one symptom resulted 
in the manifestation of new problems. 

Corrective Actions Taken and Results Achieved 

Procedure 74DP-9CY04, “System Chemistry Specifications,” was revised to establish 
control limits, sampling frequencies and action levels that ensure the spray ponds are 
able to perform their specified function in a DBA. 

Implemented a program to walk down safety-significant systems weekly on a 12 week 
schedule. This walk down is performed by Operations and Engineering personnel. 

Corrective Actions to Be Taken 

This cause is illustrative of the issues being addressed by the revised 95002 and PIP 
action plans. The investigation compared the issues for the SP event to the action 

contributing cause. 



An engineering project, referred to as the Component Design Basis Review (CDBR) 
began in October of 2006. The purpose of the review is to verify the design bases have 
been correctly implemented for high risk-significant components and operator actions. 
The review is estimated to take 24-48 months to complete for approximately 250 
components and operator actions. 

ll.C.4 Emphasis on Cost Control 

Palo Verde personnel, management and frontline, have occasionally made 
inappropriate cost basis decisions that result in inaction or delay for equipment with 
perceived lower safety significance. 

Corrective Actions Taken and Results Achieved 

The closed cooling water chemical addition systems were evaluated and it was verified 
they are adequate to control chemistry. 

I 
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Corrective Actions to Be Taken 

Recognizing similarities to the issues identified in the Davis Besse SOER 02-4, a review 
of the SOER and Palo Verde’s evaluation will be performed to ensure outstanding 
issues are appropriately identified, prioritized and are being properly addressed. (Due 
date: March 1,2007) 

ll.C.5 Erosion of Design Margin 

Personnel used various corrective action programs and processes to accept 
progressively greater amounts of degradation, eventually changing the organization’s 
perception of normal. 

Corrective Actions to Be Taken 

Modifications will be installed to add higher capacity acid and dispersant pumps. (Due 
date: December 31,2006). 

The TB makeup line will be restored to Unit 1 spray ponds. (Due date: March 30,2007) 

A Chemistry Design Basis Manual will be developed. (Due date: December 24,2007) 

Recognizing similarities to the issues identified in the Davis Besse SOER 02-4, a review 
of the SOER and Palo Verde’s evaluation will be performed to ensure outstanding 
issues are appropriately identified, prioritized and are bein 
date: March 1,2007) 

rly addressed. (Due 



ll.C.6 Questioning Attitude of Workers 

Palo Verde personnel did not always question what they saw, which contributed to the 
misunderstanding that ultimately impacted the SP heat exchanger performance. 

Corrective Actions to Be Taken 

Develop and implement site-wide training on a case study, based on the SP 
investigation, emphasizing lessons learned from this event. (Due date: October 1 , 
2007) 

This cause is illustrative of the issues being addressed by the revised 95002 action 
plan. The investigation compared the issues for the SP event to the actions being taken 
in this action plan and concluded it will appropriately address this contributing cause. 

ll.C.7 Lack of Rigor in Evaluations 

Palo Verde personnel did not always apply an appropriate amount of technical rigor in 
evaluations related to the thermal performance of the SP heat exchangers. 

Corrective Actions to Be Taken 

This cause is illustrative of the issues being addressed by the revised 95002 action 
plan. The investigation compared the issues for the SP event to the actions being taken 
in this action plan and concluded it will appropriately address this contributing cause. 

ll.C.8 Living with Problems 

Palo Verde personnel have, in some cases, accepted and worked around problems. 

Corrective Actions to Be Taken 

Recognizing similarities to the issues identified in the Davis Besse SOER 02-4, a review 
of the SOER and Palo Verde’s evaluation will be performed to ensure outstanding 
issues are appropriately identified, prioritized and are being properly addressed. (Due 
date: March 1,2007) 

This cause is illustrative of the issues being addressed by the revised 95002 and PIP 
action plans. The investigation compared the issues for the SP event to the action 
being taken in those action plans and concluded they will appropriately address this 
contributing cause. 

ll.C.9 Removing UFSAR Requirements 

Personnel removed information from the UFSAR that may have helped preclude this 



Corrective Actions to Be Taken 

Revise the UFSAR to include spray pond chemical addition equipment necessary to 
maintain the design basis. (Due date: March 30, 2007) 

Revise the UFSAR to incorporate the TB make up line modification to Unit I. (Due 
date: March 30,2007) 

111. Review of Latent Design Issues 

APS recognizes both the RAS event as well as the SP event revealed significant, latent 
design basis issues. As a result, APS will address the possibility of other latent design 
issues that remain unidentified. The cornerstone of the effort to identify these issues is 
the component design basis review (CDBR) which APS committed to perform in a letter 
to the NRC dated June 2, 2006. The purpose of the review will be to verify the design 
bases have been correctly implemented for highly risk-significant components and 
operator actions as defined in the June 2, 2006 letter. The review will verify the 
capability of these components to perform their intended safety functions and will use 
the inspection methodologies detailed in NRC Inspection Procedure (IP) 71 I 11.21, 
dated December 2,2005. 

APS will implement this component design basis review in two phases. The first phase 
will include the highly risk-significant components and operator actions that are in the 
Mitigating Systems Performance Indicator systems. It is expected that at least 20 of 
these components and operator actions will be complete by the end of the first quarter 
2007. The second phase will include the remaining highly risk-significant components 
and operator actions. 

In addition to the CDBR, APS will initiate a Plant Health Committee (PHC) with the 
distinct purpose of providing a high level management overview of current and latent 
issues with the potential to impact plant operations. The PHC will focus senior 
management representatives from Operations, Engineering, and Maintenance on 
issues that need management attention and resolution, including: weekly system health 
reviews, corrective actions status, single point vulnerabilities and resolutions, 
prioritization of plant modifications, and station program health and implementation 
reviews. 

The Plant Health Committee represents a function that is much more comprehensive in 
management oversight and intrusiveness into plant performance than previous System 
Team Steering Committee efforts. The details of the PHC will be discussed further at 

, 



This section sets forth APS’ position on the five apparent violations and summarizes 
corrective actions taken or planned that are directly related to the apparent violations. 

1V.A. Apparent Violation of Technical Specification 3.7.7 

y .  Restatement of Apparent Violation 

An apparent violation of Technical Specification 3.7.7 was identified because Train B of 
the Essential Cooling Water System in Unit 2 was not capable of performing its safety 
function for approximately 6.8 months ending on September 27,2003. 

Admission 

APS’ significance determination has concluded there was no violation of TS 3.7.7. The 
details leading to this conclusion will be presented by APS during the November 20, 
2006, Regulatory Conference. Specifically, our significance determination 
demonstrates that the system would have been able to perform its safety function due 
to the large margin in the EW heat exchanger design in spite of the degraded 
conditions. 

Corrective Actions 

The corrective actions delineated above in Section II of this Enclosure address the 
degraded conditions of the spray pond and have returned it to conformance with its 
design basis. 

1V.B. Apparent Violation of Criterion XI, Test Control 

Restatement of Apparent Violation 

An apparent violation of I O  CFR Part 50, Appendix B, Criterion XI, “Test Control,” was 
identified because the two procedures that were performed to measure essential 
cooling water heat exchanger performance were implemented in a way that was 
inadequate to ensure the timely determination that the requirements and acceptance 
limits contained in applicable design documents were met. 

Admission 

APS admits this a parent violation. 

Cause 

The potential violation has been entered into the Palo Verde Corrective Action Program 
and the apparent cause evaluation is currently in progress. 



Corrective Actions Taken and Results Achieved 

Since September 2002, an evaluation of the EW heat exchanger thermal performance 
test data has occurred during the outage in which the data was collected. 

Corrective Actions to Be Taken 

Procedure 70TI-9EW01, "Thermal Performance Testing of the Essential Cooling Water 
Heat Exchangers," will be revised to require heat exchanger performance data analysis 
to be completed prior to entry into Mode 4. (Due date: November 15,2006) 

V1.C. Apparent Violation of I O  CFR 50.59 

, . 

Restatement of Amarent Violation 

An apparent violation of I O  CFR 50.59 was identified for making nine revisions to 
Procedure 74DP-9CY04, "System Chemistry Specification," a procedure described in 
the Updated Final Safety Analysis Report, between 1998 and 2004 without performing 
evaluations of the potential impact of the changes on the safety-related components in 
the spray pond system; the changes revised spray pond chemistry parameter limits 
which were subsequently determined to have contributed to heat exchanger fouling. 

Admission 

APS admits this awarent violation. . .  
- Cause 

APS determined that the causes of the apparent violation of 10 CFR 50.59 were as 
follows: 

Changes to chemistry limits were viewed as administrative and related to 
maintenance. 
There was a failure to rigorously evaluate the changes to the spray pond 
chemistry control program 

to the correct condition and 10 CFR 
50.59 was applied to these changes to implement the current chemistry regime of the 
SP System. 

The 10 CFR 50.59 guidance manual (93DP-OLC17) was revised to provide specific 
requirements for chemistry related changes. 



Corrective Actions to Be Taken 

In order to determine if other chemistry procedures were changed without the proper I O  
CFR 50.59 evaluations, a random sample of 58 chemistry procedure changes are being 
reviewed. (Due date: November 17,2006) 

Chemistry personnel will be trained on the changes to the 10 CFR 50.59 guidance 

In addition to a' review of chemistry related procedure changes, a review of the 
performance monitoring results of the 10 CFR 50.59 performance review team from the 
past year will be performed to determine if there are any adverse trends or areas 
needing additional review. (Due date: December 30,2006) 

1V.D. Apparent Violation of Criterion XVI, Corrective Actions 

Restatement of ApDarent Violation 

An apparent violation of 10 CFR Part 50, Appendix B, Criterion XVI, "Corrective 
Actions," was identified. On March 19, 2002, performance testing for Essential.Cooling 
Water Heat Exchanger 28 indicated that the system would not be capable of performing 
its design function, but this significant condition adverse to quality was not promptly 
identified, the cause determined, or corrective actions taken to restore the required heat 
exchanger performance. The failure to correct this degraded performance contributed to 
the continued degradation and eventual loss of function for an estimated period of 6.8 
months. 

Admission 

APS admits this apparent violation with the following clarification. As stated in Section 
IV.A, APS concluded that the EW B heat exchanger in Unit 2 would have been able to 
perform its function during the period in question. APS admits that actions were not 
taken to promptly identify, accurately determine the cause and to establish effective 
corrective actions to prevent thermal performance degradation. 

- Cause 

The evaluation of the EW 2B condition by engineering personnel lacked technical rigor. 

I manual. (Due date: November 17,2006) 

- ._ __ - Correction Actions 

The corrective actions for this violation are provided in Section ll.B.3 of this enclosure. 



1V.E. Apparent Violation of Criterion 111, Design Control 

Restatement of Apparent Violation 

An apparent violation of I O  CFR Part 50, Appendix B, Criterion 111, "Design Control," 
was identified for failure to correctly evaluate the scaling potential of the safety-related 
heat exchangers cooled by the emergency spray pond during a design basis accident. 
An error in the EPRl SEQUIL calculation caused the licensee to incorrectly conclude 
that scaling would not occur under the conditions established in the chemistry control 
program. 

Admission 

APS admits this apparent violation. 

Cause 

Incorrect use of a computer model, erroneously predicted that calcium phosphate scale 
would not form under the input conditions. Chemistry personnel selected input 
parameters to simulate conditions for evaluation. The individual performing the 
modeling was unfamiliar with the software and while inputting data into the model and 
selecting the parameters for the calculation, failed to set the super-saturation parameter 
correctly. This process relied on a single individual to perform the computer modeling 
predictions with no independent reviews or peer checks. 

Corrective Actions Taken and Results Achieved 

Utilizing the correct input parameters and settings Chemistry reran the EPRl SEQUIL 
calculation. The revised data indicated that there was a high potential for calcium 
phosphate scaling. 

Chemistry Standards and Expectations have been revised to require independent 
review of calculations that relate to changes to chemistry design controls. This 
requirement will also apply to the Chemistry Design Basis Manual, once developed. 

Management expectations for questioning attitude and technical rigor have been 
incorporated into Chemistry Department Policy (CDP-OI ). 

Corrective Actions to Be Taken 

Procedure 74DP-9CYO4, "System Chemistry Specifications" will be revised to require a 
technically independent review when makin 
(Due date: November 

, . 

anges to chemistry control regimes. 



Chemistry Department will designate backups to the selected advisors in the chemistry 
department, will develop training plans and identify critical attributes for these backups. 
(Due date: November 30,2006). 

A training program specific to chemistry will be developed and implemented, using the 
Engineering Training Program Description (TPD) as a reference. Critical job skills and 
functions of Chemistry Technical Support staff and Instrument Maintenance staff will be 

development of replacement personnel will be included. (Due date: April 30,2007) 

Each department will evaluate susceptibility to reliance on experts and take appropriate 
corrective actions. (Due date: December 15, 2006) 

Chemistry will develop a plan that will provide for the proper use and independent 
review of software generated evaluations, calculations and predictions. (Due date: 
January 22,2007) 

V. Conclusion 

APS takes the matter of the spray pond chemistry controls seriously, and has 
considered this issue in light of its ongoing improvement plans. Immediate actions have 
been taken to assure the spray pond systems remain within the design basis. 
Additional actions have been taken and others planned to provide greater confidence 
that similar events will not occur. 

, , identified and a structure for additional development of current staff and for 
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